Abstract: Single-shaft gas turbine and its cycles are sensitive to frequency drops and, therefore, sudden change loads or large frequency dips might affect their stability. This phenomenon is related to the reduction of the air mass flow passing through the machine during the frequency dips, which might lead to an interaction between governor and temperature control loop. In this paper, the performance of the combined cycle and steam-injected gas turbine are studied during frequency dips and transient maneuvers. For this purpose, two similar units are developed based on these cycles and their performances are studied in different scenarios. The simulation results show that the steam injected gas turbine has a better performance during frequency drops and it can handle relatively larger change loads.
Introduction
The behavior of the gas turbine and its related cycles during frequency drops differs from other popular prime movers, such as steam turbines and hydroelectric units. The difference is due to the fact that the gas turbine output power depends on its rotational speed and it decreases by reduction in the grid
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frequency. This reduction in the gas turbine output power will lead to larger frequency drops and, consequently, will affect the grid stability [1] . This issue is more important when the gas turbine is running in island mode or in smart grids with a large capacity of renewable energy, as, in these grids, there is no control over the amount of generated power by solar or wind power units and the grid frequency control would rely on fossil fuels units [2] . For this reason, the sensitivity of the gas turbine to frequency drops will make it more difficult to control the frequency in these grids. Thus, studying the behavior of the gas turbine and the cycles based on it during frequency drops will be beneficial for research in this field. Although the performance of the gas turbine during frequency drops has been studied in some research [3, 4] , less attention has been devoted to the behavior of the other cycles based on the gas turbine and more research is required in this field.
Single-shaft gas turbines are more popular in the power generation industry due to their simplicity, lower price, and better energy recovery from the exhaust. In single-shaft gas turbines, compressor, turbine and generator are located on the same shaft. Therefore, by reduction in grid frequency, the rotational speed of the turbine and the compressor will also decrease. This reduction in the compressor speed will reduce the air flow through the gas turbine. Consequently, the amount of injectable fuel into the combustion chamber will be limited to protect the turbine components from overheating. However, for a successful frequency recovery, more overfueling is needed and restrictions on the amount of injectable fuel into the combustion chamber will cause a further decline in the frequency. Consequently, the gas turbine would be unable to recover the frequency. This issue is more crucial near full load conditions because of the high temperature of the turbine components, or in sudden load changes where more overfueling is needed to recover the frequency [5, 6] .
Simple cycle gas turbine is based on Brayton cycle, which has a low efficiency. Several modifications have been suggested to improve the performance and efficiency of the gas turbine for power generation applications. Combined cycle and wet cycles, such as steam-injected gas turbine (STIG), are known as the most important of these cycles, which are commercially available. The basic idea of these cycles is to recover the wasted energy from the machine exhaust gases. In the combined cycle, the exhaust energy is transferred to steam in heat recovery steam generator (HRSG) and, then, the steam energy will be converted to the electrical energy in the steam turbine. However, in the STIG cycle, the produced steam in the HRSG is injected into the combustion chamber of the gas turbine to increase the cycle efficiency and output power (Figure 1 ). Various features of the combined cycle and STIG cycle have been studied and compared in different studies [7] [8] [9] . For example, combined cycle has a higher efficiency in comparison to the STIG cycle, but, on the other hand, the STIG cycle is simpler and requires less capital investment. The performance of these cycles during frequency drops has not studied in details and requires more research. This study will be beneficial for power generation operators to purchase and install appropriate units to meet the requirements of their grid and expected frequency excursions. This paper shows how the combined cycle and the STIG cycle perform during frequency dips. For this purpose, two cycles are both based on the same gas turbine, which means that they both have an equal level of technology ( Table 1) that has been developed, and their performances are compared to each other in different scenarios. Moreover, the cycle's structural and operational parameters, which affect their performance during frequency drops, are highlighted. All of the simulation has been done when the units are running in island mode, which is known as the most difficult case in grid frequency control. 
Gas Turbine Control System

Gas Turbine Controller
The gas turbines are usually equipped with relatively complicated control logic, which includes several different loops, such as governor, temperature controller, acceleration controller, etc. [10] . The behavior of the gas turbine during a frequency drop is related to governor and temperature control loop and, therefore, only these two control loops will be reviewed in this section. The governor is usually known as the main control loop in the gas turbine control algorithm during its normal operation. The governor adjusts the injected fuel flow into the combustion chamber in such a way that the gas turbine output power and speed will be equal to the operator or grid demand. On the other hand, for better heat recovery from exhaust energy, exhaust gas temperature should be kept as high as possible. Therefore, the temperature control algorithm closes the compressor inlet guide vanes (IGV) during the part load operation to keep the exhaust temperature as high as possible by reducing the air flow through the gas turbine. Additionally, to increase the service life of turbine components, the temperature of gas turbine components should be kept in the design range in all operating conditions. For this purpose, the temperature control algorithm will limit the injected fuel into the combustion chamber to protect the engine from overheating. This control loop is usually inactive during the normal functions of the gas turbine and will be activated only during sudden load changes because of large overfueling or when the gas turbine is working near its full load condition because of the high temperature of the turbine components. The schematic diagram of these control loops is shown in Figure 2 . This control structure has a good performance in the normal operation of the gas turbine and it may only affect unit stability in sudden change loads. This phenomenon can be explained as follows. When the turbine load increases, its speed will be decreased proportional to the increase in turbine load. By reduction in turbine speed, the compressor air mass flow rate will be reduced and, thus, the temperature of combustion gases will increase. On the other hand, the governor will increase the fuel flow into the combustion chamber to produce more power and recover the frequency. Therefore, the temperature in the combustion chamber will be increased further. Consequently, the temperature control algorithm would try to control the temperature by opening the compressor IGVs and increasing the air mass flow rate through the gas turbine. However, in the case of large or sudden change loads, this method will not work due to the slow dynamic of IGVs actuators and air inertia. As a result, the temperature control algorithm will limit the fuel flow into the combustion chamber to protect the machine components from overheating. By limiting the amount of fuel, the required power to balance the new demand and recovering the frequency cannot be supplied and the speed will continue to decrease. Therefore, frequency recovery will not be possible and the turbine will be unstable. In addition, when the turbine is running near its full load, due to the higher operating temperature of turbine components, and since the IGVs are fully open, the temperature control algorithm will be activated faster and frequency control will be much more difficult. More details about this control logic can be found in related references [3, 11] .
Wet Cycle and Combined Cycle Differences in Frequency Control
Wet cycle and combined cycle will show different behavior during frequency drops due to the differences in their structural and operational parameters. These important parameters can be summarized as follows.
Available Power in Transient Maneuvers
In combined cycle power plants, the gas turbine produces about two-thirds of the output power and the remaining is provided by the steam turbine. In most of the modern combined cycle power plants, the HRSG and steam turbine are controlled according to the sliding pressure control logic for better thermal efficiency. In this control logic, the steam turbine inlet valve is fully open in most of the operating conditions. Therefore, the stored steam in the HRSG's drum will be negligible and, consequently, there will be an inherent delay between the increase in the fuel flow to the combustion chamber of the gas turbine and a notable change in the power output of the steam turbine. Consequently, the transient performance of modern combined-cycle power plants during frequency drops depends entirely on the gas turbine performance [5] . In other words, only two-thirds of the unit capacity, which is related to the gas turbine, can be exploited during transient maneuvers. As a result, in all of the simulations of the current work, the output power of steam turbine during transient maneuvers is considered to be constant and equal to its output power before the frequency drop. On the other hand, in the STIG cycle, the steam is usually injected with constant pressure. Thus, the delay between the changes in the fuel follow into the gas turbine combustion chamber and changes in the flow and temperature of the injected steam will be present in this cycle as well. Therefore, in transient maneuvers during the frequency drops, the temperature and flow of the injected steam is constant, but all of the capacity of the unit can be used for frequency recovery. In simulations of the current study, the flow and temperature of the injected steam during transient maneuvers is kept constant and equal to its value before the frequency drop. In summary, about two-thirds of the combined cycle unit capacity, and almost all of the capacity of the wet cycle, can be used in transient maneuvers. For this reason, from available power in transient maneuvers point of view, the wet cycle has more advantages over the combined cycle.
Gas Turbine Working Temperature
The highest temperature in the gas turbine components is related to turbine inlet temperature (TIT). Therefore, the temperature control algorithm usually controls this temperature to protect the turbine from overheating. Figure 3 shows the steady state turbine inlet temperature for two similar units based on the STIG cycle and the combined cycle. As the figure indicates, at a certain load, the STIG cycle turbine inlet temperature is higher than the combined cycle. The difference is larger at lower loads and it becomes zero at a full load. The higher turbine inlet temperature for wet cycle will cause the temperature control loop to be activated faster, which limits the power output of the gas turbine. Thus, the gas turbine may become unstable faster during sudden load changes or grid frequency dips. 
Working Fluid
Steam has a higher specific heat capacity in comparison to air and other combustion products. As a result, the working fluid in the wet cycle, which contains more water vapor, has a higher heat capacity. It is important because if the turbine working fluid has a higher heat capacity, for a certain amount of fuel that enters to the combustion chamber, the working fluid will have less of a temperature increase. Therefore, during the frequency drops in which the governor injects more fuel into the combustion chamber, whichever the specific heat capacity of the working fluid is higher, the probability that the turbine temperature control loop is activated and prevents the turbine from being loaded will be lower. For this reason, from the point of view of the working fluid properties, the wet cycle has a better condition in comparison to the combined cycle.
Rotating Inertia
In combined cycle power plants, usually, a single generator is used for the gas turbine and the steam turbine. As a result, in the combined cycle, the inertia of the unit includes generators, gas turbine, and steam turbine inertia. While in the wet cycle the unit inertia is composed of the gas turbine and generator only. Therefore, for two similar units, based on the STIG cycle and the combined cycle, the combined cycle has a greater inertia. In other words, for an identical load change in two similar units, based on the wet cycle and combined cycle, the wet cycle will experience a greater frequency drop.
Simulation Results and Discussion
To compare the performance of the combined cycle and the STIG cycle during frequency dips, two similar units with the same output power are considered in this work. These two units are developed based on the available data from the GE6b gas turbine and their rated output power is 64 MW at ISO conditions. Due to the available technology level for compressor design and the materials used in turbine blades, the compressor pressure ratio and turbine inlet temperature are considered equal for both of the cycles. Other design variables for these cycles at full load condition are listed in Table 1 . To simulate these cycles, a mathematical model is developed based on physical laws, such as conservation of mass and energy and the characteristics of unit components, such as turbine and compressor maps. The details of this modeling approach for gas turbine [6, 10] , HRSG, and steam turbine [8] can be found in related references. The physical model along with the necessary control loops are implemented in the MATLAB ® /Simulink environment. To evaluate and compare the performance of the STIG cycle and the combined cycle, two different scenarios have been considered. In the first scenario, step change load has been applied to both units when they are running in island mode. In these simulations, the speed deviation, which is important from grid point of view, and turbine inlet temperature, which affect the gas turbine component service life, are compared together. The simulation results for different change loads are shown in Figures 4-6 . The most important results of this simulation can be summarized as follows. For small load changes, combined cycle has a slightly smaller frequency drop in comparison to the STIG cycle. This is because, for small change loads, the inertia of the unit is the most important parameter and the combined cycle has a higher inertia in comparison to the STIG cycle. However, for medium and large change loads, wet cycle frequency drop is smaller than the combined cycle. This is due to the fact that in medium and large loads, the size of frequency drop depends more on the unit response speed than the unit inertia, and since the STIG cycle has more available power during transient maneuvers, its response will be faster in comparison to the combined cycle. On the other hand, although the STIG cycle turbine inlet temperature is higher than the combined cycle in steady state operating condition, except for a certain increase in the injected fuel, the combined cycle turbine inlet temperature increase will be bigger than the STIG cycle's. Consequently, in a large change load where a large amount of overfueling is required for frequency recovery, the turbine inlet temperature deviation from its steady state operating point will be bigger for the combined cycle. This would result in a faster activation of the temperature control loop for the combined cycle and, as a result, the amount of injectable fuel into the gas turbine combustion chamber will be limited. The limitation in the amount of overfueling makes the unit unstable because the unit cannot provide the load required by the controller. This, in turn, leads to a frequency drop as the unit fails to provide the given load requirement (Figure 6 ). The main reason for this phenomenon can be discussed as follows. First of all, the wet cycle working fluid has a higher specific heat capacity. Thus, for certain increases in fuel flow, the combined cycle working fluid will experience a higher temperature rise. Moreover, since only about two-thirds of the combined cycle capacity is available in transient maneuvers, the gas turbine in the combined cycle unit has to produce more power than its steady-state performance to compensate for the required remaining power. Therefore, for the combined cycle, the turbine inlet temperature will be higher than its steady state operating condition. In the second scenario, the maximum tolerable step change load is calculated for the STIG cycle and the combined cycle when they are running in island mode. The results of these calculations at different loads are summarized in Figure 7 . As is shown in this figure, the STIG cycle outperforms the combined cycle in the sudden change loads. This superior performance of the STIG unit is almost twice as good as the similar combined cycle unit in some of the operating conditions, which is very interesting. The main reason for this phenomenon is related to the fact that the wet cycle can use all of its capacity during transient maneuvers and its working fluid has a higher specific heat capacity. It should be noted that the difference between the performance of the combined-cycle and the wet cycle is smaller near full load condition. This is because, at near full load conditions, the unit can experience only small load changes and, therefore, the combined-cycle inertia can compensate for the higher capacity of the wet cycle during transient maneuvers. As the simulation results shows, for small change loads the combined cycle has a better performance in comparison to the wet cycle, and for large change loads the wet cycle would have superior performance in frequency drops. This issue will be beneficial from the point of view that one can design flexible gas turbine units, which can work either on the combined cycle or the wet cycle. Then, the operators can chose between them, according the requirements of their grids and expected frequency excursions. For example, during night, when large change loads are not expected, the unit can work on the combined cycle for a higher efficiency and better performance while, near sunset where a larger change load is expected, the unit can work on the wet cycle for better frequency recovery.
Conclusions
Sudden change loads and large frequency drops may affect the stability of a gas turbine and the cycles based on it. Consequently, the performance of these cycles during frequency dips should be taken into account before selecting the appropriate unit. In this paper, the performance of two important cycles, based on gas turbines-the combined cycle and the steam-injected gas turbine (STIG cycle)-are investigated during transient maneuvers and frequency drops. For this purpose, two similar units are considered based on these cycles, and their performances are investigated in different scenarios. The main results from these investigations can be summarized as follows:
-In small load changes, the frequency drop for the combined cycle will be smaller in comparison to the STIG cycle. However, for medium and large load changes the combined cycle frequency drop will be larger. -The STIG cycle has a better performance in handling large frequency drops in comparison to the combined cycle. The most important reason for better performance of the STIG cycle is related to the amount of available power in transient maneuvers and higher specific heat capacity of working fluid in this cycle. -The STIG cycle turbine inlet temperature is higher than the combined cycle in the same load.
However, for the same change in units load, change in combined cycle turbine inlet temperature will be higher. -Designing flexible unit, which can work either on the STIG cycle or the combined cycle, would be beneficial to have better efficiency and performance during frequency drops.
